
Inspection Report

Report Date 1/7/2010

Company Home Proof Inspections 

Inc.

Customer 123 ANYONE

Address Site Address 123

Thermographer Adam Marzec Contact Person

Image and Object Parameters Text Comments

Basement Flir b50Camera Model Low insulation

1/7/2010 11:41:55 AMImage Date

IR_0019.jpgImage Name

0.96Emissivity

20.0 °CReflected apparent 

temperature

1.0 mObject Distance

Living room wall, indicates missisng insulation

Description
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Report Date 1/7/2010
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Address Site Address 123

Thermographer Adam Marzec Contact Person

Image and Object Parameters Text Comments

Basement Flir b50Camera Model Low Insulation
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IR_0022.jpgImage Name

0.90Emissivity

20.0 °CReflected apparent 

temperature

1.0 mObject Distance

Living room, low insulation

Description

What you see - drywal looks perfectly good
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BasementFlir b50Camera Model Low Insulation

1/7/2010 11:43:35 AMImage Date

IR_0026.jpgImage Name

0.90Emissivity

20.0 °CReflected apparent 

temperature

1.0 mObject Distance

Description

What you see -drywall looks perfectly good
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